
Keyboarding Laboratory

The total square footage recommended for a keyboarding lab with computers is 1,600 –
1,800 square feet.

The keyboarding laboratory provides space for instruction in keyboarding, word
processing and related business applications where a computer is required. If possible, the
business laboratory should be in the adjoining room.

General Laboratory Requirements

• Acoustical tile ceiling.
 
• Counter cabinets.
 
• White marker boards/bulletin boards.
 
• Venetian blinds on windows to control light.
 
• Carpet.
 
• Air conditioning.
 
• Window wall and door with vision panel between the keyboarding laboratory and the

business laboratory, if the two rooms are adjacent.
 
• Electrical requirement include:
 
• Two double (four) 110 or 220-volt electrical receptacles mounted floor-flush on centers

adequate to supply power to appropriate 30 keyboarding (computer) stations.
 
• Double (two) 110 and/or 220-volt electrical receptacles around the periphery of the room

on six-foot centers.
 
• Network conduit near or housed in all floor and wall electrical receptacles.


